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Duke GARY R. PETERSON
[EPowere Vice President

McGuire Nuclear StationA Duke Energy Company

Duke Power
MGOI VP / 12700 Hagers Ferry Rd.
Huntersville, NC 28078-9340

704 875 5333

704 875 4809 fax

grpeters@duke-energy.com

June 9, 2004

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington D.C. 20555

Subject: Duke Energy Corporation
McGuire Nuclear Station Unit 1
Docket Nos. 50-369
Response to NRC Bulletin 2003-02 LEAKAGE FROM REACTOR PRESSURE
VESSEL LOWER HEAD PENETRATIONS AND REACTOR COOLANT
PRESSURE BOUNDARY INTEGRITY

Pursuant to 10 CFR 50.54(f), this letter and the associated attached Enclosure provides Duke
Energy Corporation's (Duke's) response to specific items of NRC Bulletin 2003-02 for McGuire
Nuclear Station. This bulletin requested plant-specific Information as a result of NRC staff
concerns regarding reactor pressure vessel lower head penetration leakage and reactor coolant
pressure boundary integrity.

Information is provided for Bulletin item 2. This response provides information concerning the
inspection results of the reactor pressure vessel lower head penetrations.

If you have questions or need additional information, please contact Gregory S. Kent at
(704)373-6032.

Very truly yours ,

G. R. Peterson

ENCLOSURES

www.dukepower.com
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G.R. Peterson affirms that he is the person who subscribed his name to the foregoing
statement, and that all the matters and facts set forth herein are true and correct to the best of
his knowledge.

Vice President
McGuire Nuclear Station

Subscribed and sworn to me: i-ane 1 , Wpood/
Date

Notary Public
dAuo-��

My Commission Expires: Auav5 D/2a t
Datea

SEAL
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xc: L. A. Reyes
U.S. Nuclear Regulatory Commission Regional Administrator
Region II Atlanta Federal Center
61 Forsyth St., SW, Suite 23T85
Atlanta, GA 30303

James J. Shea
NRC Senior Project Manager
U. S. Nuclear Regulatory Commission
Mail Stop 0-8-H12
Washington, DC 20555-0001

J. B. Brady
Senior Resident Inspector
U. S. Nuclear Regulatory Commission
McGuire Nuclear Station
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bxc: L. F. Vaughn - PB05E
R.L. Gill - ECO5O
C. J. Thomas - MGD1 RC
G. S. Kent - EC050
K. L. Crane - MG01 RC
J.M. Shuping - ECO9O
D.E. Whitaker - EC090
C.T. Alley - ECO9O
M.R. Robinson - ECO9O
T.A. Moore - MG05EE
V.J. Thompson - MG05SE
R. Branch - MG01MM
McGuire Master File 801.01
ELL _Ecosc
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ENCLOSURE I
McGuire Nuclear Station

Response to NRC Bulletin 2003-02

Requested Information

(2)
Within 60 days or plant restart following the next inspection of the RPV
lower head penetrations, the subject PWR addressees should submit to the
NRC a summary of the inspections performed, the extent of the inspections,
the methods used, a description or the as-found condition of the lower head,
any findings of relevant indications of through-wall leakage, and a summary
of the disposition of any findings of boric acid deposits and any corrective
actions taken as a result of indications found.

Response:

On March 8,2004, McGuire conducted a bare metal visual inspection of the Unit I
reactor vessel lower head, including 360 degrees around 100% of the bottom mounted
instrument (BMI) penetrations. McGuire conducted the inspection using video cameras
and direct visual observation.

The inspection showed the presence of translucent boron deposits and superficial flaking
of rust-like deposits on the bottom of the reactor vessel. Subsequent laboratory
evaluation characterized the flaking material as predominantly rust. None of the deposits
were characteristic of through-wall leakage. Isotopic analysis of smears taken randomly
from the vessel bottom surface was representative of cavity seal leakage from prior
refueling outages.

The bare metal surface of the reactor vessel bottom was cleaned and re-inspected to
establish a baseline for future inspections.

The McGuire Unit I refueling outage for end of cycle 16 was concluded on April 12,
2004, when the unit was placed on-line.


